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Abstract: Fast growing technology and rigorous use of non-
linear loads, has given rise to a very serious problem of power 
quality distortion. The reason behind, are the harmonics 
arising due to the operation of these non-linear loads. In 
short, the advantages obtained from devices exhibiting non-
linear characteristics, face a disadvantage of generating 
harmonics. This paper shows various problems arising in 
household as well as industrial supply due to harmonic 
distortion. The paper gives an overview and scope of Shunt 
Active power filter or SAPFs for mitigation of harmonics and 
improvement in power quality. The problem of harmonics 
can be eliminated by methods implementing the use of active 
filters. A strategy has been used, which implements the use of 
shunt active and shuntpassive filters and is known as Shunt 
Hybrid Active power filter or SHAPF. Various household 
appliances suffer exceedingly due to fluctuation in power 
network caused by harmonics which, in turn arise due 
operation of non-linear load. Heavy machinery like rolling 
mills, where the rollers are run by DC motors and control 
circuitry involves use of large Thyristor (SCR) panels that 
exhibit non-linear characteristics giving rise to harmonics in 
the power network which can result in the malfunctioning of 
machinery or even result in machine shutdown. The control 
algorithm of this SAPF is based on famous instantaneous 
reactive power theory or the p-q theory. Two models have 
been simulated to show successful minimization of harmonic 
disturbances in the power supply. Pushing the limits further 
we have proposed a model of Shunt Hybrid active power filter 
for some more sophisticated power systems, this SHAPF is 
regulated with a PLL controller. Simulations and results have 
further been explained in this paper. 
 
Index Terms: Power Quality, SHAPF Active power filters, 
Digital control, Active & Reactive power, THD. 
 

I.  INTRODUCTION  
The use of electronic appliances has been increasing rapidly 
over past years in modern world, with the use of such 
appliances comes one of the major concerns of maintaining 
power quality of the supply. As the interface unit of electronic 
equipment, generally has a semiconductor arrangement 
followed by filter unit which in turns draws current, only near 
the peak value of voltage applied. Thus current is drawn non 
sinusoidal despite the voltage being sinusoidal and hence due 
to the non-ideal voltage, the harmonic currents create voltage 
distortion. 
 
A. To reduce the harmonics conventionally passive L–  

 
B. Cfilters were used and also capacitors were employed to 
improve the power factor of the ac loads. But the passive 
filters have several drawbacks like fixed compensation, large 
size and resonance problem.  
 
C. The shunt active power filter (SAPF) is a popular 
approach for cancelling the harmonics in power system. 
Some negative aspects of harmonic introduction;   

• Cause current and voltage distortion, can cause 
failure of electronic equipment and disturbance in 
the supply.   

• Increase the heat in motors and transformers with 
the introduction of higher harmonic components.   

• Transformer inductance is frequency dependent, 
thus by introduction of 5th harmonics, can cause 
about 5 times much heat in the transformer.  

• Breakdown  of  solid  state  devices  and  insulation   
failure due to excess heat may be major problems 
caused by the harmonic pollution, but there are 
more.  

Active power filter system consists of three major parts, 
Harmonic current detection circuit, Compensation current 
control circuit and drive circuit. The main component in the 
SAPF is the control unit. The control unit is mainly divided 
into two parts as follows  

• Harmonic Extraction  
• Digital Controller   

C. Many applications require a compensation of a 
combination of voltage- and current-based problems, a few 
of them being interrelated. A hybrid of active series with 
active shunt filters is an ideal choice for such mixed 
compensation.  
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
Fig 1 SHAPF operating principle 
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II. THE PQ THEORY   

A. Harmonic analysis   
Introduction of strict legislation such as IEEE519 limits 
the maximum amount of harmonics (THD-Total 
Harmonic Distortion) that a supply system can tolerate for 
a particular type of load. The presence of harmonics in the 
electrical systems, indicates distortion of current and 
voltage and deviation from sinusoidal waveforms.  
The Fourier theorem; all non-sinusoidal periodic 
functions can be represented as the sum of certain terms, 
the series comprises: 

• A sinusoidal term at fundamental frequency,   
• Harmonics with frequencies as whole multiples 

of the fundamental frequency,   
• Occasionally, a DC component   
• The equation for the harmonic expansion of a 

periodic function y (t) is represented as;  
∞ 

= 0  +   Yn√2sin(hw − Ø)  
=1 
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Fig.2 Analysis of harmonic in sinusoidal waveform. 

 
THD is expressed in %.  
The perfect power supply would be one that is always 
available, always within voltage and frequency tolerances 
and has a pure noise-free sinusoidal wave shape. In this 
paper there are various types of power supplies are 
introducing for analysing the power quality.[1] 

 
B. The p-q Theory; Generalized theory of instantaneous 
reactive power-  
The PQ theory explained by Akagi, Kanazawa & Nabae 
(1983 & 1984) were first English language papers to 
explain the p-q theory. This theory is based on αβ0 
transformation [Clarke (1943)] which is known as Clarke 
Transformation. The mathematics involves the 
transformation of voltage and current in a-b-c coordinates 
to αβ0, which turns out to be a stationary reference frame 
for the calculation of instantaneous active and reactive 
power (P and Q).  
Voltage in reference frame is calculated as: 

 
Similarly current in αβ0 is calculated as:  

    
With the obtained current and voltages in reference frame we 
can further obtain the active and imaginary power 
components known as p q and 0.  
The power components in αβ0 frame can be calculated as: 

 
As the power in synchronous frame represented in above 
matrix equations  

 
P0 –Instantaneous zero sequence power  
P – Instantaneous real power  
Q –Instantaneous reactive power 
 
C.  ShuntActive power filters  
In order to overcome the problems of passive filters, active 
filters were developed and used to solve the problem of 
harmonics. Development and improvement in the power 
semiconductor devices improved the active filters a lot. 
Shunt Active filters solve the problem of harmonic in 
industrial area as well as utility power distribution.  
Shunt Active filters are special equipment that use power 
electronic converters to compensate for current and/or 
voltage harmonics originated by non-linear loads, or to avoid 
that harmonic voltages might be applied to sensitive loads. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Fig 3 Block diagram of SAPF system with PI controller. 
 Harmonic Extraction – The core role of harmonic 

current detection circuit is to detect compensation objects—

harmonic currents and reactive current components.It is 

mainly the process of generation of  
reference current with the use of distorted waveform. The 
distortion caused by harmonics in the waveform 
manipulates the shape of ongoing waveform. The standard 
waveform is quite different than distorted one, thus 
fluctuation in the wave is utilized for generation of a 
reference current that can be fed to the main supply with 
appropriate arrangement. 
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• Digital Controller   
Designing a suitable controller for an APF is very important. 
A number control strategies such as instantaneous reactive 
power theory, synchronous framed–q theory, synchronous 
detection method , notch filter and fuzzy logic controller 
method are used in the development of three-phase AFs and 
the gate pulses are generated by current control technique 
like sinusoidal pulse width modulation (SPWM),triangular 
PWM, hysteresis current control technique.  

 
 
 
 
 
 
 
 
 

 
 
 
 
Fig 4 Block diagram of Controller  

Two major parts of digital controller are Compensation 
current control circuit and drive circuit. The SAPF developed 
here uses the p-q theory and PI controller to minimize the 
harmonics to a very appreciable extent. 
 

III. DESIGN AND SIMULATION OF SHAPF   
A. Design & Operation of SAPF   
In the operation principle of the proposed shunt hybrid APF 
topology (Vdc) must be maintained at a constant value that is 
higher than the amplitude of the source voltage The harmonic 
current compensations by the active power filter are 
controlled in a closed loop manner. The active power filter 
will draw and inject the compensating current to the line 
based on the changes of the load in the power supply system. 
Three phase supply currents IsA , IsB and ISC are Measured 
and transformed into synchronous reference frame (d-q) axes 
rotating at the fundamental angular speed. Power p and q 
contain two components i.e. dc and ac.  
 
 
A dc components arising from the fundamental component of 
the source current, and an ac component due to its harmonic 
components. The ac components idh, iqh are extracted by two 
high pass filters and then, the harmonic component of the 
source current are obtained by applying the inverse 
transformation. To provide the inverter power losses and to 
maintain the DC voltage with in desired value, a dc 
component PLossis added to the ac component of the 
imaginary power. It is generated by comparing the DC 
capacitor voltage with its reference value and applying the 
error to a P-I controller. To generate the required voltage 
command for the active filter inverter a d-q to a-b-c 
transformation is applied to convert the inverter voltage 
command back to the three phase quantities. The reference 
voltage of the active power filter is achieved by multiplying 
ac component of the source current in gain kh as 

AF h sh v* = k i . 

 
 
 
 
 
 
 
 

 
 
 
Fig 5 Simulink model of SHAPF 

B. Digital Controller  
Digital control of SAPF utilizes several digital components 
like micro-computers and micro controllers. Some of the 
steps towards digital control can be enlisted below: 
 
C.1Signal Conditioning  
For the purpose of implementation of the control 
algorithm,several instantaneous voltage and current signals 
are required. These signals are also useful to monitor, 
measure, and record various performance indexes, such as 
total harmonic distortion (THD), power factor, active and 
reactive power, crest factor, etc. The typical voltage signals 
are ac terminal voltages, debus voltage of the AF, and 
voltages across series elements. The current signals to be 
sensed are load currents, supply currents, compensating 
currents, and dc-link current of the AF. Several rigorous 
developments in microcomputer and micro-processors has 
led to considerable development in the design of control 
circuits or digital controllers for the control of active power 
filters.The compensation current signal is generated with the 
use of digital circuitry. 
 
C.2 Compensating Signal analysis-  
Control methods of the SAPF's in the time domain are based 
on instantaneous derivation of compensating commands in 
the form of either voltage or current signals from distorted 
and harmonic-polluted voltage or current signals. For 
compensation in frequency domain, Fourier transform is 
implemented. Using the Fourier transformation, the 
compensating harmonic components are separated from the 
harmonic-polluted signals and combined to generate 
compensating commands. The device switching frequency of 
the SAPF is kept generally more than twice the highest 
compensating harmonic frequency for effective 
compensation. 
 
C.3 Control signal generation- 
 
The control signal is generated based on received reference 
signal. A variety of approaches, such as hysteresis-based 
current control, PWM current or voltage control, deadbeat 
control, sliding mode of current control, fuzzy-based current 
control, etc., are implemented, either through hardware or 
software (in DSP-based designs) to obtain the control signals 
for the switching devices of the SAPF's. Instantaneous active 
and reactive power is calculated with the help of P-Q and 
reference current is generated to be fed to the line for 
compensation of harmonic components. 
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Fig 6 Simulink model of Proposed SHAPF  

It is the dual of the shunt active filter, and is able to 
compensate for distortion in the power line voltages, making 
the voltages applied to the load sinusoidal (compensating for 
voltage harmonics). The filter consists of a voltage-source 
inverter (behaving as a controlled voltage source) and 
requires 3 single-phase transformers to interface with the 
power system. The series active filter does not compensate 
for load current harmonics but it acts as high-impedance to 
the current harmonics coming from the power source side. 
Therefore, it guarantees that passive filters eventually placed 
at the load input will not drain harmonic currents from the 
rest of the power system. 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
Fig 10 FFT analysis of proposed SAPF system 

The Shunt Hybrid Active Power Filter output performance in 
term of Total Harmonics Distortion (THD) 
 
 

 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
Fig 11 FFT analysis of developed SHAPF system 

 
IV.  SIMULATION RESULTS &CONCLUSION  

Simulation Response of proposed model with non-linear load 
condition  
The images below are simulation results from the proposed 
model with just a shunt active power filter. The simulation of 
proposed system with active power filter configuration gives 
us certain waveforms that shows distortion in the sinusoidal 
waveforms of voltage and current. 
 
As from the above simulation results we can see that the total 
harmonic distortion in the power line has been reduced 
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successfully from 10.32% to just 1.08%. Apart from that, the 
developed SHAPF system is more likely to be applicable 
with more sophisticated loads and vulnerable networks due 
to, slightly more economic demands in its development than 
the SAPF proposed above in the paper. One of the major 
factors in advancing the SAPF technology is the advent of 
fast self-commutating solid-state devices. In the initial stages, 
Thyristors, bipolar junction transistors (BJT's) and power 
MOSFET's were used for AF fabrication. Later, static 
induction thyristors (SIT's) and gate-turn-off thyristors 
(GTO's) were employed to develop SAPF's. With the 
introduction of insulated gate bipolar transistors (IGBT's), the 
AF technology got a real boost and, at present, they are 
considered as ideal solid-state devices for SAPF's. The 
improved sensor technology has also contributed to the 
enhanced performance of the SAF. The availability of Hall-
effect sensors and isolation amplifiers at reasonable cost and 
with adequate ratings has improved the AF performance. This 
paper covers the wide aspects of power quality problems and 
their mitigation by the use of active compensation current 
generated by active power filters. with several different 
arrangements of active power filters, the desired result can be 
obtained. Further, the power systems in domestic and 
industrial network differ considerably, and thus it becomes 
mandatory to consider the two aspects of power quality 
control in a complete separate context. The selection of 
components of the AF's is an importantfactor to achieve 
improved performance. The main component of the AF is the 
solid-state device. In the earlier days, BJT's followed by 
MOSFET's were used in small ratings. Nowadays, the IGBT 
is an ideal choice up to medium ratings, and GTO'sare used 
in higher ratings.There are widely varying application 
requirements, such as single-phase or three-phase, three-wire 
and four wire systems, requiring current- or voltage-based 
compensation. Moreover, there is a number of AF 
configurations which may cater to the needs of individual 
users.AF technology is well developed, and many 
manufacturers are fabricating AF's with large capacities. The 
utilities in the long run will induce the consumers with 
nonlinear loads to use the AF's for maintaining the power 
quality at acceptable levels. A large number of AF 
configurations are available to compensate harmonic current, 
reactive power, neutral current, unbalance current, and 
harmonics. 
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